Background and Purpose
In October 2010, the Hospital Energy Alliance (HEA) Lighting Project Team selected light-emitting diode (LED) surgical task lighting as a project to pursue during FY 11. Tungsten-halogen (halogen) lamps have traditionally been used to light surgical tasks in hospitals, even though they are in many respects ill-suited to the application due to the large percentage of radiant energy outside the visible spectrum and issues with color rendering/quality. LED technology offers potential for adjustable color and improved color rendition/quality, while reducing side effects from non-visible radiant energy. LED could also offer significant energy savings, although this is a fairly narrow application in the larger commercial building energy use sector.
The purpose of this scoping study is to:
• define the potential applications for this product category
• establish metrics and criteria to characterize key performance parameters
• complete a preliminary survey of surgical lamp (task light) performance
• determine associated energy savings and cost-effectiveness
• determine current halogen kilowatt-hour footprint, and potential national impact
• determine if HEA members are interested in pursuing additional project activities such as informational webinars, specification development, and demonstration projects
• recommend next steps to the U.S. Department of Energy (DOE) and HEA membership.
Potential Applications
The products covered in this scoping study are defined in 21 CFR 878.4580 as "surgical lamps," and more specifically as "major surgical luminaires" in International Electrotechnical Commission (IEC) standard 60601-2-41. Potential applications include hospital surgical suites, both new and existing. The articulated luminaires used in these applications are suspended from the ceiling or from floor-mounted booms and feature near-field converging-diverging beams that are uncommon in architectural applications. Minor surgery and exam/diagnostic lights are excluded from this study, as are any luminaires recessed into the ceiling.
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Estimated Energy Use and Savings
According to a representative from the American Hospital Association, there are approximately 49,141 operating rooms (ORs) in the U.S. (Woodin 2010 (Sandahl 2010) ; overall impact will further depend on the percentage of adopting members and current level of penetration. Given that beams converge and then diverge near-field, LM-79 far-field goniophotometry testing is not applicable. The large housing sizes (nearly 24 inch diameter on average) and tightly controlled beams also preclude the use of integrating spheres. For these reasons, and given the available data and relevant criteria, it appears efficacy is best characterized in terms of lux per watt (rather than lumens per watt) for these products. The Pacific Northwest National Laboratory (PNNL) reviewed the major surgical luminaires and found that the average rated initial efficacy is 1848 lx/W for LED, versus 699 lx/W for halogen. These values should be scaled by 70% and 95% for LED and halogen, respectively, for applesto-apples comparison of maintained efficacy. This yields an estimated 49% average reduction in connected load by switching to LED.
Control Options
Halogen is dimmable, so LED dimmability probably won't offer additional energy savings. However, it is important to note that whereas halogen will inevitably shift to lower/warmer correlated color temperatures (CCTs) as it is dimmed, LED won't necessarily exhibit any such change in color-this may increase functionality (and operating hours) at reduced wattage.
Metrics
Metrics and criteria that might be used to characterize key performance parameters in a product specification include:
• minimum luminous efficacy (lx/W)
• minimum light output (lx)
• dimming range (without color shift or flicker)
• spatial distribution (light field diameter and depth of illumination)
• shadow dilution/mitigation
• chromaticity and tolerances (CCT, distance from the Planckian locus, etc.)
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• chromaticity adjustment range
• color rendition/quality (color rendering index, R9, color quality scale, etc.)
• uniformity of illuminance and color within the beam
• lumen and color maintenance
• radiation outside the visible spectrum
• minimum power factor and maximum total harmonic distortion (at full output and dimmed)
• electromagnetic interference restrictions
• flicker and noise restrictions
• maximum luminaire surface temperature
• luminaire cleanability.
3.1
Preliminary Survey of Surgical Lamp Performance
Key findings from the preliminary survey include:
• Most performance claims are framed in IEC language, but surgical lighting manufacturers are generally reluctant (and apparently not expected) to share laboratory reports containing measurements to support these claims.
• The CALiPER program (EERE 2010a) has revealed inaccurate performance claims for initial output from commercial and consumer products, while also demonstrating that a number of these LED products fall well short of their rated useful lifetimes.
HEA Member Interest
PNNL has worked closely with the HEA Project Chairperson, John D'Angelo of the Cleveland Clinic, and held calls to discuss this project with the HEA Lighting Project Team. Member feedback to date includes the following:
• Cleveland Clinic -Very interested in this project and is chairing the HEA Surgical Lighting Project
Team. Has already installed a number of LED surgical lamps, but has no formal specification. Will soon retrofit two ORs, which could serve as demonstration sites for a new HEA specification. Emphasizes the importance of interviewing and observing surgical staff to determine actual needs and activity. Also emphasizes the need to understand and communicate the potential improvements to quantity and quality of illumination, with simultaneous reductions in non-visible radiation potentially resulting in improved Hospital Consumer Assessment of Healthcare Providers and Systems (HCAHPS) surveys and speed of recovery. Product cost is a hurdle but may be mitigated through standardization and bulk purchasing.
• Sinai Health System -Very interested. Haven't used LED surgical lamps yet. Will soon have several new ORs, which might serve as demonstration sites for a new HEA specification.
• Healthcare REIT -Very interested.
• IASIS Healthcare -Not interested. Big investment for low returns, and surgical staff resist change.
• HealthSouth -Doesn't have any operating rooms, only interested in patient exam room lights.
• Inova Health System -Very interested.
• American Society for Healthcare Engineering (ASHE) -Very interested in making its larger membership aware of the therapeutic and energy savings benefits of LED surgical lighting. ASHE has offered to host a webinar to its membership in an effort to increase awareness and gain support for an ongoing HEA project focused on LED surgical lighting.
Potential Inhibitors to Increased Use of LED Surgical Lighting
Potential roadblocks to increased use of LED for surgical lighting include the following.
• Hospital resources -Hospitals may not have personnel qualified to review product submittals.
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• Manufacturer resistance -Manufacturers of products intended for these applications may resist compliance with an HEA specification because these companies may not be familiar with photometric or colorimetric criteria, and may not be accustomed to the burden of photometric testing or publishing photometric performance data.
• Product cost -A handful of products are available, but while some of those tested by HEA members have performed well, they can be significantly more expensive. The Cleveland Clinic found that an LED lighthead can cost more than twice that of an equivalent halogen product (D'Angelo 2011).
-In addition, test procedures can add cost to an already expensive product, and utilities may not offer incentives or rebates for this limited-scope application. More data will be needed to ascertain cost-effectiveness across a number of regions and HEA members.
Recommended Next Steps
Based on the findings of this study, the HEA Surgical Lighting Project Team recommends the following steps.
• Identify two or more demonstration sites (Feb 2011).
• Host a webinar for HEA membership, outlining results of the scoping study and featuring a discussion by Cleveland Clinic on its experience with LED surgical lighting products. Follow this with a similar webinar hosted by ASHE to reach the broader hospital community. As part of both webinars, ask attendees to provide feedback on the types and amounts of surgical lighting equipment in their facilities, familiarity with LED surgical lighting, and interest in getting involved in this project (March 2011).
• Develop a field-measurement procedure to allow HEA members to verify initial performance and to track maintenance of light output and color of LED surgical task lights. This procedure should be primarily based on the IEC standard to facilitate evaluation of readily available product information, with additions as needed to align with Illuminating Engineering Society of North America (IESNA) recommendations and HEA member criteria (April 2011).
• Develop guidelines for auditing existing systems and monitoring LED energy use (May 2011).
• Develop a draft LED product specification (May 2011).
• Coordinate with utilities, including information for HEA members related to utility rebates and incentives.
• Produce reports from case studies and demonstration projects detailing reduced lighting power, photometric performance, and surgical staff satisfaction (Sept 2011).
• Produce reports from possible field investigations (TBD).
• Investigate possible Volume Purchase Program (FY 12).
4.1
Post-Project Analysis
The following additional analysis will be performed upon project completion.
• Depth of deployment will be measured based on interviews with partners to determine:
-kilowatt-hours of energy saved -percent reduction in energy use for installed base -percent of installed base converted to LED -owner satisfaction with quality and quantity of light ○ initial ○ maintained
• Measurement and verification to determine actual versus installed savings will be primarily via power monitoring associated with case studies and demonstration projects.
• The data collected for measurement and verification, along with current electricity prices, will be used to compare the conserved cost of energy calculations resulting from the engineering estimates with that calculated based on measured data to determine cost-curve effectiveness.
Preliminary Survey of Surgical Lamp (Task Light) Performance
Pacific Northwest National Laboratory (PNNL) conducted this study in support of the Hospital Energy Alliance Light-Emitting Diode (LED) Surgical Lighting Project, with the primary objective of better understanding the performance of LED surgical lighting compared to the tungsten-halogen (halogen) products typically used in operating rooms today.
Our analysis indicates input power for halogen surgical lamps averages approximately 168 W, and equivalent LED products presently offer direct energy savings of roughly 82 W per light head. Both figures may be increased by 16% to include estimated transformer and power supply losses.
As John D'Angelo of Cleveland Clinic noted during a project team conference call on November 1, 2010, criteria and a test procedure are given in section 4.11.1 of the American National Standards Institute/Illuminating Engineering Society of North America (ANSI/IESNA) standard RP-29-06. However, a preliminary survey of available data suggests the industry is either unaware of or simply rejects the IESNA criteria, instead utilizing International Electrotechnical Commission (IEC) standard 60601-2-41. Additionally, unlike architectural luminaires covered by the various "LM" series test procedures offered by IESNA, the beams of light emitted by surgical task lights converge and then diverge near-field (at a distance of less than 5 times the diameter of the light head), as illustrated in Figure  A. 1. The IESNA-recommended test procedure for LED luminaires, LM-79, relies on far-field photometry and therefore cannot be used directly to characterize the performance of these products. However, aspects of LM-79 may merit consideration. Most performance claims are framed in IEC language, but manufacturers are generally reluctant (and apparently not expected) to share laboratory reports containing measurements to support these claims. Examination of pertinent performance parameters is essential when establishing equivalence. Parameters typically reported on cutsheets include:
• Central illuminance -E c is typically measured 1.0 meter below luminaire, along axis of rotational symmetry.
-This value must be between 40,000 and 160,000 lux per IEC.
• Light field diameter -This is by default d 10 , the distance from point of E c outward to 10% of E c .
-Sometimes d 50 is also reported (this distance is shorter than d 10 ).
-d 50 must be at least 50% of d 10 per IEC.
• Depth of illumination -The sum of the distances upward and downward from the point of E c to the points at 60% of E c .
-NOTE
• Shadow dilution : Due to a change from 20% to 60% in the second edition of the IEC standard, released in 2009, this parameter must be used carefully when comparing products. It is rarely clear whether reported values are per the first or the second edition, and first edition data was found to still be in circulation for currently available products. This likely creates a situation where products may be inadvertently compared apples-to-oranges.
-IEC provides a procedure for quantifying percent reduction in E c for a set of scenarios.
-This set of parameters is rarely reported in manufacturer literature.
• Correlated color temperature -Must be at least 3000 K and no more than 6700 K per IEC.
• Color rendering index -Must be at least 85 per IEC.
• Non-visible radiation -Total visible and non-visible irradiance, E e , must be less than 1000 W/m 2 per IEC.
-Ratio of E e to E c cannot exceed 6 mW/m 2 lx per IEC.
• Operating life of the light source : UV radiation below 400 nm, though specifically restricted to 10 W/m 2 by the IEC, is typically not reported in manufacturer cutsheets.
-The survey found no mention of L 70 or LM-80 for LED, much less in situ temperature measurement test (ISTMT).
• Input wattage -Often for light source(s) only, excluding transformer/ballast/driver losses.
-Sometimes not reported at all; this omission is most prevalent for LED.
Diameter of housing or reflector is also typically reported. An independent laboratory recently quoted PNNL $6,750 per test. Given the expense and difficulty of testing these unwieldy products, it appears the best we can do at present is to simply require that products be listed by the Food and Drug Administration (FDA 1998) under product category FSY, 1 hence ensuring that performance claims have at least been independently verified. Figure A. 2 represent approximately constant efficacy, with diagonals of greater slope indicating greater efficacy and larger bubbles along a given diagonal being more efficacious. LED and high intensity discharge (HID) offer improved efficacy, as expected, but it also appears that these products do not tend to compromise light levels. • Lacking LM-79 data, we cannot determine total output.
• Even if we only look at "field" lumens, significant error of roughly 26% (understatement) may be introduced if we simply assume that d 50 (which is only rarely reported) occurs halfway to d 10 .
-Unfortunately, d 50 is only reported for two halogen products, so it is not clear whether LED manufacturers are currently exploiting this potential loophole.
-It is therefore best to utilize lux in lieu of lumens for this application. However, efficacy trends and forecasts by DOE are still proportionately applicable (EERE 2010b) . As noted earlier, UV content typically isn't reported in manufacturer literature; the closest statement found was this apparently confused claim by one manufacturer: "Heat emission: Significantly below IEC recommended limit of 10 W/m 2 at highest intensity." Metrics used by manufacturers to indicate nonvisible radiation range from W/m 2 and mW/m 2 lx (both per IEC) to lm/W (where the denominator apparently denotes total visible and non-visible radiation, not input wattage). Non-visible radiation was only reported for one LED product, and at 3.6 mW/m 2 lx; surprisingly, this offered no advantage over halogen, which averaged just 3.2 mW/m 2 lx (with standard deviation of 1.1).
In addition to energy savings, reduced radiation outside the visible spectrum, and equivalent photometric and colorimetric performance, LED technology can offer a much longer useful lifetime. Whereas lifetime for other source types is taken at the 50% survival point (hours of operation before 50% of products stop functioning), LEDs are typically rated based on the estimated time elapsed before light output will decrease to 70% of initial (denoted L 70 ). Figure A. 4 illustrates the range of rated light source lifetimes within and among the various technologies. Note that it is not clear (seems unlikely) that the FDA has evaluated long-term test data, in situ temperature measurement test data, or manufacturer extrapolation methods to qualify LED useful lifetime claims (EERE 2010c). , halogen lamps produce 95% of initial output at 70% of rated life, the IES-recommended time for proactive grouprelamping per RP-36-03. This means that the aforementioned efficacies should be revised accordingly to allow for apples-to-apples comparison of maintained output as follows: 664 lx/W for halogen and 1294 lx/W for LED (lumen maintenance for HID varies and this technology does not appear to be widely A.7 adopted). This translates to a 49% reduction in connected load, with some additional savings attributable to reduced cooling load and improved surgical conditions. Figure A .5 demonstrates the potential for LED products to fall well short of their typical rated lifetimes, and the CALiPER program has revealed countless inaccurate performance claims for initial output from commercial and consumer products (EERE 2010a). It is recommended that, in addition to a product specification, and following approval of the forthcoming scoping study, PNNL develop a field-measurement procedure allowing HEA members to verify initial performance and to track maintenance of light output and color of LED surgical task lights. This procedure should be primarily based on the IEC standard to facilitate evaluation of readily available product information, with additions as needed to align with IESNA recommendations and HEA member criteria.
